CFR ENDLAP ASSEMBLY GAUGE

TECHNICAL BULLETIN
Vol. 2, No. 6
APRIL, 2004
One of the most commonly observed erection errors on CFR jobs has been the incorrect placement of the sealants and fasteners at the panel end lap. This is one of the most critical details of any metal roof system especially in low slope applications. An assembly gauge has been developed to simplify the location and placement of the sealant and fasteners. This gauge has now been incorporated into the installation details of the CFR42 panel.